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STA. 40+07.92,
34.30' RT.

N 511509.69
E 1995525.94

1-8" GATE VALVE
IN BOX (RJ)

2-MEGA-LUG 2008

STA. 40+17.66 44.16' RT.
N 511499.80

E 1995535.66
1-8" 45° VERT. BEND(RJ)

w/THRUST BLOCK
2-MEGA-LUG 2008
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54" CAPPED STEEL CASING
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BENCHMARK LLS 102
CHESTNUT C.R.L. STA. 45+90.23, 50.79' LT.
#3 BAR                                         EL. 1268.86
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CITY PROJECT: SHEET NO.

GARFIELD COUNTY
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LINE "D"

BENCHMARK LLS 101
CLEVELAND C.R.L. STA. 157+85.17, 58.79' RT.=
CHESTNUT C.R.L. STA. 41+15.78, 71.33' LT.
CHISLED "X" ON TOP OF CURB       EL. 1271.36

SEE SHEET 8 - WL PLAN & PROFILE - N.
CLEVELAND ST.  FOR CLEVELAND ST.

BORE 45 LF
12" STL.
CASING PIPE

572 L.F. SILT FENCE

51 L.F. SILT
FENCE

SEC. 11,
T22N, R17W

SEE SHEET 10 - WATERLINE DETAILS  FOR
MORE INFORMATION AT INTERSECTION

NOTE: WATERLINE DIMENSIONED FROM
C.R.L. TO CENTER OF PIPE
(SEE STATIONS & OFFSETS)
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ALT- 105 LF
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CASING PIPE
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